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ERRATA 
 
 

Bruce Power Inc. 
Application to Renew the Power Reactor Operating Licence for the Bruce A Nuclear 

Generating Station and Approval to Reload Fuel for Bruce A Units 1 and 2  
 

 
 
Following a hearing on December 11, 2008, September 30, 2009 and October 1, 2009, the 
Canadian Nuclear Safety Commission (CNSC), pursuant to section 24 of the Nuclear Safety and 
Control Act1,  renewed the power reactor operating licence issued to Bruce Power Inc. for its 
Bruce Nuclear Generating Station A located in the municipality of Kincardine, Ontario. The 
licence, PROL 15.00/2014, is valid from November 1, 2009 to October 31, 2014. 
 
The following corrections are made to the English version of the Record of Proceedings 
document issued November 19, 2009 by the Canadian Nuclear Safety Commission, pertaining to 
the Application to Renew the Power Reactor Operating Licence for the Bruce A Nuclear 
Generating Station and Approval to Reload Fuel for Bruce A Units 1 and 2. 
 

1. On page 2 of the document, paragraph 6, the sentence 
 

“During the public hearing, the Commission considered written submissions and heard 
oral presentations from CNSC staff (CMD 08-H29, 08-H29.A, 08-H29.B, 08-H29.C, 08-
H29.D, 08-H29.E and 08-H29.F) and Bruce Power (CMD 08-H29.1, 08-H29.1A, 08-
H29.1N, 08-H29.1C, 08-H29.1D and 08-H29.1E).” 

 
is changed to 

 
“During the public hearing, the Commission considered written submissions and heard 
oral presentations from CNSC staff (CMD 08-H29, 08-H29.A, 08-H29.B, 08-H29.C, 08-
H29.D, 08-H29.E and 08-H29.F) and Bruce Power (CMD 08-H29.1, 08-H29.1A, 08-
H29.1B, 08-H29.1C, 08-H29.1D and 08-H29.1E).” 

 
 
2. On page 11 of the document, paragraph 61, the sentence 
 

“CNSC staff stated that Bruce B has adequate capacity to dissipate the decay heat in the 
event of a sustained loss of normal operational heat sinks.” 

 
is changed to 

 
“CNSC staff stated that Bruce A has adequate capacity to dissipate the decay heat in the 
event of a sustained loss of normal operational heat sinks.” 

                                                 
1 Statutes of Canada (S.C.) 1997, chapter (c.) 9. 
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3. On page 12 of the document, paragraph 70, the sentence in the footnote 

"Minutes of the CNSC Meeting held Thursday, June 21, 2007." 

is changed to 

"Minutes of the CNSC Meeting he Id Thursday, June 21, 2008." 

4. On page 17 of the document, paragraph 100, the sentence 

"CNSC staff stated that Bruce Power has a mature Nuclear Emergency Plan that meets 
the requirements of CNSC regulatory guide G-255" 

is changed to 

"CNSC staff stated that Bruce Power has a mature Nuclear Emergency Plan that meets 
the requirements ofCNSC regulatory guide G-225." 

and the footnote 

"CNSC Regulatory Guide G-255 "Emergency Planning at Class l Nuclear Facilities and 
Uranium Mines and Mills"." 

is changed to 

"CNSC Regulatory Guide G-225 "Emergency Planning at Class l Nuclear Facilities and 
Uranium Mines and Mills"." 

Marc A. Leblanc 
Secretary of the Commission 
Canadian Nuclear Safety Commission 

Approved on: Oecember 22,2009 


